
June 24, 1981 

v,....nimonweallh Edison 
.. .v^-s! Adams Sl'eet. Chicago I'lmois 

I" Access Reply to. Post Of'ce Box 767 
•̂ ,- ...go, Illinois 60690 
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Mr. Robert E. Broms 
Illinois Environmental Protection Agency 
Division of Water Pollution Control 
Compliance Assurance Unit 
2200 Churchill Road 
Springfield, Illinois 62706 

U.S. Environirental Protection Agency 
Region V, Enforcement Division 
Attention: Chief, Compliance Unit 
230 South Des.rborn Street 
Chicago, Illinois 60604 

Subject: Ma>'\>/ood Technical Center Noncompliance 
NPDES Permit No: IL 0059064 
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EPA Region 5 Records Ctr. 

321837 

R n C E ! V E D 
III. i;^::;i^iXiL:iUr['R0IEC110H AGENCY 

JUL 7 "1921 

DIV. WATES PDLI'JIION CO:!TROl 
FIELD [ i ? m m 3 S^CIIi'H - RES. 2 

Dear Sirs: 

(]ommonwealth Edison Company hereby submits notice of noncompliance 
for discharge from the subject facility. 

For the south stormwater runoff collection and oil/water separator 
system, an o:Ll and grease value of 20 mg/l was obtained from a grab sample on 
June 18, 1981. The limit is 15 mg/l. 

The cause of this noncompliance is attributed to a 3-inch, short 
duration rainfall which occurred on June 13, 1981. Due to this excessive rain­
fall, flooding of the entire south system occurred. In addition, water from 
the State's jjumping station at the Des Plaines River backed up through a by­
pass line into the separator and exacerbated the flooding problem. Conse­
quently, the oil/water separator was unable to operate properly. 

The system has sinc-e been pumped down and baffles, skimmers and 
v/eirs have been re-installed in their proper position. No further noncompli­
ances are expected during normal operating conditions. 

Should you have any further questions regarding this matter, 
please contact Ms. Donna Urbikas of my staff at 312/294-4452. 

Thomas E. Hemminger 
Director of Water Quality 
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